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Abstract 
This paper proposes fire alarm system by implementing Naïve Bayes Method for increasing 
smoke classifier accuracy on Internet of Things (IoT) environment. Fire disasters in the building 
of houses are a serious threat to the occupants of the house that have a hazard to the safety 
factor as well as causing material and non-material damages. In an effort to prevent the 
occurrence of fire disaster, fire alarm system that can serve as an early warning system are 
required. In this paper, fire alarm system that implementing Naïve Bayes classification has been 
impelemented. Naïve Bayes classification method is chosen because it has the modeling and 
good accuracy results in data training set. The system works by using sensor data that is 
processed and analyzed by applying Naïve Bayes classification to generate prediction value of 
fire threat level along with smoke source. The smoke source was divided into five types of smoke 
intended for the classification process. Some experiments have been done for concept proving. 
The results show the use of Naïve Bayes classification method on classification process has an 
accuracy rate range of 88% to 91%. This result could be acceptable for classification accuracy.  
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1. Introduction 
Fires in buildings and houses are very threatening and dangerous for the safety of the 
inhabitants. In addition, the fire disaster can cause a huge loss of material and non-material 
impact. Therefore, a form of fire disaster prevention for residents is required by designing a fire 
early warning system. Fire early warning system is intended to support the efficiency of time in 
evacuating the residents of the house. In general, this system is known as fire alarm system. Fire 
alarm system has a very significant role in the function of detecting and providing quick response 
to the threat of fire disaster for residents of the house [1]. 
In the present era the security of a home building becomes an important thing. Monitoring 
mechanism on fire alarm system is one method that can minimize the threat to fire disaster. 
However, there are still a lot of fire alarm automation systems using traditional cables as a medium 
of integration between detector sensors with system parts which will potentially be a constraint of 
the cost and maintenance factor of the system [2]. In addition, the existence of some failure of the 
system such as false alarm on the fire alarm system can cause a very fatal impact related to the 
delivery of information on fire threat indication resulting in the potential misunderstanding of 
information delivery to the occupants. 
One of an emerging technology, that currently become trend, is Internet of Things (IoT). 
Literally, this technology will connect everything throughout Internet. Some application have been 
developed based on IoT platform such as [3][4][5]. In the same way, IoT could become solution 
for transmitting data from fields to the server through Internet.   
For solving fire threat problems, the solution needed is to design a fire alarm system based 
on internet of things (IoT) by implementing Naïve Bayes classification as a machine learning 
technique. The Naïve Bayes classification method is used in the design of tools to predict the 
degree of fire threats from smoke sources by utilizing numerical data taken on sensors. The Naïve 
Bayes classification method has advantages in modeling and a good degree of accuracy in use 
in training datasets [6]. The Fire Alarm System uses ESP32 microcontroller equipped with a 
buzzer, an MQ-7 and MQ-135 gas sensor, along with a DHT-11 temperature and humidity sensor. 
Based on the background, there are identification problems such as how to implement the 
fire alarm system based on IoT by using Naïve Bayes classification method which has the function 
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of determining the prediction level against the fire threat along with the source of smoke type and 
besides seeing the performance of the system on the fire alarm system. 
In the identification of the problem that has been explained, that there are limitations of 
problems in research such as the design on the tool contains gas sensors, temperature and 
humidity, and buzzer as a sound marker of danger. Tests on the fire alarm system are done in 
one room and the test distance between the sensors and smoke as long as 10 cm. In addition, 
the test used five sources of smoke type consisting of non-smoking conditions (normal), cigarette 
smoke, vaporizer smoke, waste paper smoke and charcoal smoke. 
The finding of this paper is the effecive classification process based on Naïve Bayes 
classification method that functions in determining prediction level of fire threat along with smoke 
source by utilizing data from sensors.  
 
2. Research Method 
2.1 Fire Alarm System 
This research is an advanced of previous research, where this research focuses on making 
a fire alarm system design tool to find effective and efficient performance in handling the threat of 
fire disaster. Previous paper discusses the monitoring of fire detection systems using wireless 
sensor methods designed for security design for disaster fire in a building [7]. However, the journal 
only implements real time monitoring without any learning techniques on fire detection systems. 
Another paper discusses the design of smoke and heat detection system to monitor the conditions 
in a closed room in order to find an indication of fire threat. The system design of the journal uses 
fuzzy logic method in determining the regulation scheme on the sensor related to the indication 
of fire disaster threat [8].  
In addition, there is a research reference to the journal "Implementation of Naïve Bayes 
Classification Methods in Predicting Domestic Household Utilization Usage" written by Alfa Saleh 
In the Year 2015, where the journal describes the mechanism of prediction of the magnitude of 
the use of household electricity using the method of data classification Naïve Bayes by utilizing 
supporting parameter data. The result of the conclusion of the journal is that the use of Naïve 
Bayes data classification method can predict the accuracy level on the magnitude of household 
electrical usage with percentage value above 75% [9].  
Therefore, the authors undertake the development of research from the journals mentioned 
by adding the concept of IoT with the aim to provide wider accessibility control and quick response 
in the action of fire prevention [10]. In addition, the authors replace the fuzzy logic method with 
the Naïve Bayes classification method intended to be able to perform in the search for predictive 
level against the threat of danger of fire indication. The Naïve Bayes classification method is used 
by utilizing data from active sensors. The data is used as a reference for data processing in using 
the Naïve Bayes classification method in finding the size of the prediction level against fire threats. 
The fire alarm system uses microcontroller and detection sensors such as, gas sensor, 
temperature sensor, and humidity sensor.  
The Naïve Bayes method is a simple probabilistic classification method that computes a set 
of probability sums taken from a combination of dataset and frequency values. The advantage of 
using Naïve Bayes method is to utilize the number of small-scale training data for estimating in 
data classification process [9]. Further explanation relates to the formulation of Naïve Bayes 
classification that there is an analytical process determining the appropriate class of samples. 
And following the process of classification Naïve Bayes [9]. 
We proposed a fire alarm system for enhancing the performance of the former system. The 
renewal of the system design is in the form security aspects which uses the result of fire threat 
prediction level and smoke source. Figure 1. Shows the description of the fire alarm system. 
The fire alarm system has a function to be able to detect the state around the environment 
of the system device. On system devices there are gas sensors, temperature sensors, and 
humidity sensors. The sensor serves to detect a fire threat with an object that has a source of 
smoke, especially fire. Fire elements are ensured that there is smoke and heat that affect the 
temperature and humidity levels in the room, hence the reason for the sensor’s selection. The 
Sensors’ function are to provide input value in accordance with the unit of functionality on the 
sensor. 
The input value is governed by NodeMCU ESP32 which can transmit on ThingSpeak 
platform which can be integrated with MATLAB application in data processing using Naïve Bayes 
classification. After going through the data processing, the ThingSpeak output value is sent to the 
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NodeMCU ESP32. Fire alarm system can activate buzzer with alarm sound when there is danger 
signal detected by system device. 
 
Input
- Temperature and Humidity 
Sensors DHT-11
- Gas Sensor MQ-7 and MQ-135 
NodeMCU ESP32
Output : Buzzer
Think Speak
Matlab
Naïve Byes 
Classification
Internet
Server
 
Figure 1. Fire Alarm System Diagram. 
 
The fire alarm system has many functions such as: The system device is able to detect 
objects of fire element in the form of smoke, temperature and humidity, system devices can be 
integrated with the ThingSpeak platform and ThingSpeak can be integrated with MATLAB which 
can process the input values of sensors using the Naïve Bayes classification, users can monitor 
data from the ThingSpeak platform that has a predicted rate of fire threat and smoke source and 
NodeMCU ESP32 serves as the input and output data path on the server along with the system 
device. In the fire alarm system, there is a flow diagram of the system that shows how the system 
tools work with a series of processes in stages. Figure 2. Shows the flow diagram of the system. 
 
 
Figure 2. Flow Diagram Fire Alarm System. 
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In this paper, there are many hardware devices and their’s specifications that used in 
system implementation. Table 1 shows the hardware system specifications. In addition to the 
used hardware, the software to support the research are as the specifications below: Windows 
Operating System 10, RapidMiner, Tools: Arduino IDE, ThingSpeak and MATLAB. 
 
Table 1. Hardware System Specifications 
 
2.2 Data and Testing Scenarios 
The research data was taken using a DHT-11 temperature and humidity sensor, and a 
couple of gas sensors, MQ-7 and MQ-135. The data collected are data of five types of smoke, 
including no smoke (normal), cigarette smoke, vape smoke, garbage paper smoke and charcoal 
smoke. Each type of smoke is taken 100 times in which all data amounts to 500 data. At 500 the 
data is divided into 300 data for training and 200 data for testing. The data is used to apply the 
Naïve Bayes classification process to the system device in finding the accuracy of the threat of 
fire and the source of smoke. The Naïve Bayes classification testing process uses RapidMiner 
and MatLab tools that are integrated with ThingSpeak. The collection of training and testing data 
are given in the form of scatter multiple graphs in Figure 3. 
In this paper various functionalities of microcontroller, sensor and system buzzer on fire 
alarm system device are tested. This is done by looking at the performance in accordance with 
the needs of the system. In addition to testing system tools, the research tests the application of 
Naïve Bayes classification process to the system by using ThingSpeak server integration in data 
retrieval and processing. Therefore, this research does the test with staged scenarios, which are 
as follows: 
1. Fire alarm system device test. 
This system uses DHT11 temperature and humidity sensors, gas sensors MQ-7 and MQ-
135. The sensors were tested against five types of smoke, which are the smoke-free condition 
(normal), cigarette smoke, vape smoke, burnt paper smoke and charcoal smoke.  The reason for 
the use of vape smoke is to try the value of the smoke content in the test against the gas sensor. 
The ESP32 microcontroller is integrated into the Thingspeak platform along with the sensor 
devices and the buzzer. The configuration applied to the buzzer is done by setting the output 
value to become a danger signal for smoke conditions.  
 
 
Figure 3. Scatter Chart of 500 Sensor Data of the Fire Alarm System 
Hardware Hardware Type System Hardware Functionalities 
Microcontroller NodeMCU ESP32 
The system controller device and as the 
sensor data transmitting medium on 
ThingSpeak via WiFi. 
Temperature Sensor 
and Humidity 
DHT-11 
As a temperature and humidity detector that 
adjusts to the indication of fire element. 
Sensor Gas MQ-7 and MQ-135 As a detector on the smoke element. 
Buzzer 
Passive/Active 
Buzzer 
As a danger warning system by issuing a 
loud noise. 
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2. Naïve Bayes classification process test. 
System collects sample data on the system device from the detection of sensors in the form 
of numerical data as much as 500 data with five different smoke types. The research then divides 
the data where 300 of the data is for training data and the other 200 data is for testing data. The 
data were tested with Naïve Bayes classification application provided by RapidMiner tool and 
MATLAB application. The Naïve Bayes classification process is aimed at finding the predicted 
rate of fire threats and smoke sources.  
3. Overall Performance Test 
In this stage the research tests the functionality on the condition of the tool device that can 
function from the level of sending and receiving input data from the ThingSpeak server and 
receive output data from ThingSpeak in the form of predicted results processed with MatLab 
which can activate Buzzer with the sound signal value that has been adjusted with the results 
prediction. The metrics tested are accuracy and delay. Accuracy is tested by comparing real 
results with theoritical results and delay is tested by measuring the time difference between 
reaction of actuators towards sensing inputs. 
 
3. Results and Discussion 
3.1 Sensor Test Results on Fire Alarm System  
In the sensor testing the researchers observed the performance of sensor functionality 
which can be integrated with the ThingSpeak platform by using Arduino IDE software. Sensors 
contained in the fire alarm system consist of gas sensors, MQ-7 and MQ-135 and a temperature 
and humidity sensor, DHT-11. Observations over this test results in a successfull performance by 
having the sensor results contained in Figure 4. 
    
  
 
  
 
Figure 4. Gas Sensor MQ-7 MQ-135 and Temperature Sensor DHT-11 results. 
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3.2 Naïve Bayes on RapidMiner Test Results 
Test results obtained on the application of Naïve Bayes classification process using 
RapidMiner from 300 training data has the result of mean and standard deviation value which is 
used for the classification process. The mean and standard deviation of 300 training data can be 
shown in Figure 5. The results of mean and standard deviation are used for the classification 
process on 200 data testing which then after the completion of the process the classification 
results emerge in the form of threshold model and accuracy level value. The results of this 
classification can be seen in Figure 6. 
 
 
Figure 5. Results Mean Value and Standard Deviation 300 Training Data 
 
 
Figure 6. Results of Naive Bayes Classification Process on RapidMiner 
 
Based on the classification results of 200 testing data, each smoke has 40 data showing 
for normal conditions can predict 28 data correctly and 12 normal data have been predicted as 
vape smoke. For cigarette smoke predictions are all correct but there are 6 vape smokes predicted 
cigarette smoke. For vape smoke 34 data are predicted correctly and 6 data are predicted as 
cigarette smoke. The condition of paper waste and charcoal paper can predict the data correctly 
and accurately so that the result of accuracy level obtained in 200 testing data equal to 91%. 
However, the test results show that vape smoke has a low class recall and class precision so it 
impacts on the performance level of prediction accuracy on fire alarm system. 
 
3.3 Naïve Bayes Test Results on MatLab for Fire Alarm System 
Testing the classification of Naïve Bayes in MatLab is done by observing the type of smoke 
to see the success of the prediction in each data and observing the average time delay in the 
experiment when the buzzer is active. The following test data results in Table 2.  
It shows the obtained 50 experimental test results data with different types of smoke that 
44 data in accordance with the correct status conditions and for 6 data has the wrong prediction 
so that the accuracy results obtained from all data tested for 88%. Observation testing prediction 
of each smoke is done by seeing different buzzer signal conditions. Buzzer signals are 
differentiated, indicating a different smoke for each signal. In addition, the observation for the total 
time delay average in buzzer activation takes about 22 seconds for the entire experiment. Based 
on these results vape smoke has a failure in the test with a prediction accuracy level of 50% of 
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the total data vape smoke testing due to the indication of vape smoke content that is not suitable 
on the use of sensors MQ-7 and MQ-135 so that affects the performance of the system. 
 
Table 2. Result Testing Fire Alarm System with MatLab 
Smoke Type Testing Succeed Failed 
Average Delay Time on 
Buzzer / Smoke Type (ms) 
Normal 10 10 0 0 
Cigarette smoke 10 10 0 22487 
Vaporizer smoke 10 5 5 23089 
Rubbish Paper 
Smoke 10 9 1 22145 
Charcoal smoke 10 10 0 22732 
Total Average Delay Time All Tests on Buzzer 22,613.25 
 
  
4. Conclusion 
Based on severals testing, the results show that the implementing of Naïve Bayes 
classification method on fire alarm system could increase an accuracy rate range of 88% to 91%. 
System devices have well performed in the delivery of sensor data on the ThingSpeak server.  
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